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The summary below consists of potentially significant findings. These 
findings can be a safety hazard, a deficiency requiring a major expense 
to correct, or items I would like to draw extra attention to. The 
summary is not a complete listing of all the findings in the report and 
reflects the opinion of the inspector. Please review all pages of the 
report as the summary alone does not explain all of the issues. All 
repairs should be done by a licensed & bonded tradesman or a 
qualified professional. I recommend obtaining a copy of all receipts, 
warranties and permits for the work done. 
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Report Summary

 

Report Summary

DEFECTS
WINDOWS
Page 24 Item: 2 Window Condition 2.1. At the time of the inspection, the Inspector observed the

Master bath window was not installed. Recommend installing
window or weatherproofing opening prior to installing drywall.

Definition
A gypsum-board material used for interior walls and ceilings.
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  EXTERIOR VIEWS
 

1. Front and Right
1.1. The photo shows the Front and right sides of the home.

2. Rear and Right
2.1. The photo shows the rear and right sides of the home.

3. Rear and Left
3.1. The photo shows the Rear and Left sides of the home.
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4. Front and Left
4.1. The photo shows the front and left sides of the home.
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  ROOF STRUCTURE EXTERIOR
 
Although not required to, we generally attempt to evaluate various roof types by walking on
their surfaces; certain roofing materials are prone to damage if walked on; for this reason
we indicate the method used to evaluate the roof surface. Every roof will wear differently
relative to its age, number of layers, quality of material, method of application, exposure to
weather conditions, and the regularity of its maintenance. We can only offer an opinion of
the general quality and condition of the roofing material.
 
 
The inspector cannot and does not offer an opinion or warranty as to whether the roof
leaks or may be subject to future leakage. The waterproof membrane beneath roofing
materials is generally concealed and cannot be examined without removing the roof
material. Although roof condition can be evaluated, it is virtually impossible for anyone
to detect a leak except as it is occurring or by specific water tests, which are beyond the
scope of our service. Even water stains on ceilings or on framing within attics will not
necessarily confirm an active leak without some corroborative evidence, and such
evidence can be deliberately concealed. We evaluate every roof conscientiously, and
may attempt to approximate its age, but we cannot predict its remaining life
expectancy, or guarantee that it will not leak. Naturally, the sellers or the occupants of
a residence will generally have the most intimate knowledge of the roof and of its
history. Therefore, we recommend that you ask the sellers about it, and that you either
include comprehensive roof coverage in your home insurance policy, or that you obtain
a roof certification from an established local roofing company. We do not inspect
attached accessories including by not limited to solar systems, antennae, and lightning
arrestors.
1. Roof Covering

The roof was covered with laminated fiberglass asphalt shingles, also called
"architectural" or dimensional" shingles. Laminated shingles are composed of
multiple layers bonded together. Fiberglass shingles are composed of a
fiberglass mat embedded in asphalt and covered with ceramic-coated
mineral granules. Shingles with multiple layers bonded together are usually
more durable than shingles composed of a single layer. The typical life
expectancy of a roof of this type nationwide is 20 -30 years, however in
Florida's humid subtropical climate you can expect 5 - 7 years less.

Definition
The traditional organic mat-based shingles are made from a recycled layer of felt paper, asphalt-saturated for waterproofing, and coated with adhesive asphalt into which the ceramic granules are embedded. With 40 percent more asphalt than their fiberglass counterparts, 
the traditional organic mat-based shingles are heavier, thicker and more costly. While organic shingles are considered more rugged and more flexible, they are also more absorbent and can warp over time. The additional asphalt content also makes them less environmentally friendly.

Definition
A roof covering made of asphalt, wood, tile, slate, or other material cut to stock lengths, widths and thicknesses, and laid and attached in a series of overlapping rows as a roof covering on pitched roofs.

Definition
Shingles that have added dimensionality because of extra layers or tabs, giving them a shake-like appearance. Also called architectural shingles and three-dimensional shingles.

Definition
Are made of a woven fiberglass base mat, covered with a waterproof asphalt coating, and topped with ceramic granules that shield the product from harmful UV rays. Because of the composition of the fiberglass mat, less asphalt is needed to give the shingles their durability and strength. The result is a lighter weight and thinner roofing material. Fiberglass shingles also have a higher fire rating than organic varieties and generally carry a longer warranty.
Fiberglass shingles were developed in the 1980s, but have quickly become the roofing material of choice for most homeowners and contractors today.


Definition
An asphalt roofing base material manufactured from glass fibers.

Definition
A dark brown to black, highly viscous hydrocarbon produced from the residue left after the distillation of petroleum. Asphalt is used on roofs and highways as a waterproofing agent.

Definition
Mineral particles of a graded size that are embedded in the asphalt coating of shingles and roofing.

Definition
Average service life or functional period in years, assuming regular maintenance.

Definition
Average service life or functional period in years, assuming regular maintenance.
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  GROUNDS
 
Inspectors shall inspect adjacent or entryway walkways, patios, and driveways; vegetation, grading,
surface drainage, and retaining walls that are likely to adversely affect the building.

1. Building Lot Description
1.1. The building site had minor slope.

Definition
The incline or pitch of a roof surface, drainage plane, etc.
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  FOUNDATION
 
 
The foundation inspection portion of the General Home inspection describes the foundation, floor,
wall, ceiling and roof structures and the method used to inspect any accessible under floor
crawlspace areas. Inspectors inspect and probe the structural components of the home, including the
foundation and framing, where deterioration is suspected or where clear indications of possible
deterioration exist. Probing is not done when doing so will damage finished surfaces or when no
deterioration is visible or presumed to exist. Inspectors are not required to offer an opinion as to the
structural adequacy of any structural systems or components or provide architectural services or an
engineering or structural analysis of any kind. Despite all efforts, it is impossible for a home
inspection to provide any guaranty that the foundation, and the overall structure and structural
elements of the building is sound.
 
_
1. Foundation Configuration

1.1. The foundation was slab on grade. A slab on grade  foundation is  a
concrete slab resting on the ground.

2. Slab-on-grade
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the visible portions of the concrete slab-on-grade foundation.
Most of the slab was not directly visible due to floor coverings.

Definition
The supporting portion of a structure below the first floor construction, below grade or partially below grade, including the footings, upon which the structure or wall rests, and usually made of masonry, concrete and/or stone, but can be made of alternative building materials.

Definition
A type of construction in which footings are needed but little or no foundation wall is poured.

Definition
(1) An accepted level or standard, or a position in a scale of size, quality, etc., such as a grade of lumber. (2) The degree of inclination of a slope, road, or other surface. (3) The level at which the ground surface meets the foundation of a building.
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  EXTERIOR WALLS
 

1. Exterior Wall Construction
1.1. Exterior walls were built using a combination of concrete masonry units
(CMU) and 2X Wood framing material. Because inspection must be
performed during the original construction process, the  Inspector disclaims
responsibility for confirming proper installation or condition of the CMU or
Wood Framing the  exterior walls.

2. Exterior Wall Condition
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the exterior wall structures.

Definition
Stone, brick, concrete, hollow-tile, concrete block, gypsum block, and other similar building units and materials, or a combination of the same, bonded together with mortar to form a wall, pier, buttress or similar mass.

Definition
Concrete Masonry Unit

Definition
The structural wood and/or metal elements of most homes. The floor and ceiling framing is called the joist work. Wall framing is usually made of 2x4 or 2x6 studs. See rafters, posts and beams.
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 PLUMBING SYSTEM 

1. Water Supply
1.1. The home water was supplied from a public source.

2. Main Water Shut-off
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the main water supply shut-off valve. It was not operated but
was visually inspected.

This is the Main Water Shut Off for the Home.

3. Main Water Pipe
3.1. The main water supply pipe was copper 1 inch PVCpipe.

Definition
A device to stop, start or regulate the flow of liquid or gas through or from piping.
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4. Water Supply Pipe Material
4.1. The visible home water supply pipes were a combination of half-inch and
three-quarter inch pipes.

4.2. The home water supply pipes were Cross-linked Polyethylene,
commonly called PEX, which is a flexible, vinyl-like material approved for this
use.

Definition
PEX (or crosslinked polyethylene) is part of a water supply piping system that has several advantages over metal pipe (copper, iron, lead) or rigid plastic pipe (PVC, CPVC, ABS) systems.
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5. Rough Plumbing
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 EXTERIOR ELECTRICAL 

1. Electric Meter Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the electric meter. Electric meters are installed by utility
companies to measure home electrical consumption.

2. Service Lateral
2.1. Conductors supplying electricity to the home were buried underground.

3. Service Grounding
3.1. The service was grounded to steel re-bar encased in the concrete of the
foundation for this purpose. This type of ground is called "Concrete-encased
Electrode. This type of grounding electrode has length and continuity
requirements which could not be confirmed at the time of the inspection due
to the fact that the grounding electrode was encased in concrete. Evaluation
of the effectiveness of the service ground would require the services of a
qualified electrical contractor using special instruments.

Definition
Connected to earth or to some conducting body that serves in place of the earth.

Definition
A device that establishes an electrical connection to earth.
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 HURRICANE PROTECTION 

1. Roof to Wall Attachment
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  BRANCH WIRING
 

1. Branch Wiring
1.1. Home branch circuit wiring consists of wiring distributing electricity to
devices such as switches, receptacles, and appliances. Most conductors are
hidden behind floor, wall and ceiling coverings and cannot be evaluated by
the inspector. The Inspector does not remove cover plates and inspection of
branch wiring is limited to proper response to testing of switches and a
representative number of electrical receptacles.

1.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition of of visible branch wiring.

Definition
Wiring that runs from a service panel or sub-panel to outlets; the circuit conductors between the final over-current device protecting the circuit and the receptacle(s)/outlet(s). Branch circuits are protected by fuses or breakers at the panel.

Definition
An electrical outlet. A typical household has several 120-volt receptacles for plugging in lamps and appliances, and 240-volt receptacles for the range, clothes dryer, air conditioners, etc.
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  SEWAGE SYSTEM
 

1. Sewage System Type
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  CENTRAL AIR CONDITIONER
 
Inspection of the air-conditioning system typically includes visual examination of the following:
- compressor housing exterior and mounting condition;
- refrigerant line condition;
- proper disconnect (line of sight);
- proper operation (outside temperature permitting); and
- proper condensate discharge.
The system should be serviced at the beginning of every cooling season.
 
Inspection of evaporative coolers typically includes visual examination of the following:
- mounting method;
- appliance exterior;
- proper operation

1. AC Refrigerant Lines

2. Supply/Return Ducts
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 LAUNDRY ROOM 

1. Dryer Venting

2. Washing Machine Plumbing
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 WINDOWS 

1. Window Type

2. Window Condition
2.1. At the time of the inspection, the Inspector observed the Master bath
window was not installed. Recommend installing window or weatherproofing
opening prior to installing drywall.

Window missing at owners bath Owners bathroom window missing

Definition
A gypsum-board material used for interior walls and ceilings.
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 PEST CONTROL 

1. General Condition
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 FRAMING 

1. General Condition



  West Florida Inspections 11427 Daybreak Glen, Parrish, FL

Page 27 of 28

Glossary
Glossary

Term Definition
Asphalt A dark brown to black, highly viscous hydrocarbon produced

from the residue left after the distillation of petroleum. Asphalt is
used on roofs and highways as a waterproofing agent.

Asphalt shingles The traditional organic mat-based shingles are made from a
recycled layer of felt paper, asphalt-saturated for waterproofing,
and coated with adhesive asphalt into which the ceramic
granules are embedded. With 40 percent more asphalt than their
fiberglass counterparts,
the traditional organic mat-based shingles are heavier, thicker
and more costly. While organic shingles are considered more
rugged and more flexible, they are also more absorbent and can
warp over time. The additional asphalt content also makes them
less environmentally friendly.

Branch circuit Wiring that runs from a service panel or sub-panel to outlets; the
circuit conductors between the final over-current device
protecting the circuit and the receptacle(s)/outlet(s). Branch
circuits are protected by fuses or breakers at the panel.

CMU Concrete Masonry Unit
Drywall A gypsum-board material used for interior walls and ceilings.
Fiberglass mat An asphalt roofing base material manufactured from glass fibers.
Fiberglass shingles Are made of a woven fiberglass base mat, covered with a

waterproof asphalt coating, and topped with ceramic granules
that shield the product from harmful UV rays. Because of the
composition of the fiberglass mat, less asphalt is needed to give
the shingles their durability and strength. The result is a lighter
weight and thinner roofing material. Fiberglass shingles also
have a higher fire rating than organic varieties and generally
carry a longer warranty.
Fiberglass shingles were developed in the 1980s, but have
quickly become the roofing material of choice for most
homeowners and contractors today.

Foundation The supporting portion of a structure below the first floor
construction, below grade or partially below grade, including the
footings, upon which the structure or wall rests, and usually
made of masonry, concrete and/or stone, but can be made of
alternative building materials.

Framing The structural wood and/or metal elements of most homes. The
floor and ceiling framing is called the joist work. Wall framing is
usually made of 2x4 or 2x6 studs. See rafters, posts and beams.

Grade (1) An accepted level or standard, or a position in a scale of size,
quality, etc., such as a grade of lumber. (2) The degree of
inclination of a slope, road, or other surface. (3) The level at
which the ground surface meets the foundation of a building.

Granules Mineral particles of a graded size that are embedded in the
asphalt coating of shingles and roofing.

Grounded Connected to earth or to some conducting body that serves in
place of the earth.
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Grounding electrode A device that establishes an electrical connection to earth.
Laminated shingles Shingles that have added dimensionality because of extra layers

or tabs, giving them a shake-like appearance. Also called
architectural shingles and three-dimensional shingles.

Life expectancy Average service life or functional period in years, assuming
regular maintenance.

Masonry Stone, brick, concrete, hollow-tile, concrete block, gypsum block,
and other similar building units and materials, or a combination of
the same, bonded together with mortar to form a wall, pier,
buttress or similar mass.

PEX PEX (or crosslinked polyethylene) is part of a water supply piping
system that has several advantages over metal pipe (copper,
iron, lead) or rigid plastic pipe (PVC, CPVC, ABS) systems.

Receptacle An electrical outlet. A typical household has several 120-volt
receptacles for plugging in lamps and appliances, and 240-volt
receptacles for the range, clothes dryer, air conditioners, etc.

Shingles A roof covering made of asphalt, wood, tile, slate, or other
material cut to stock lengths, widths and thicknesses, and laid
and attached in a series of overlapping rows as a roof covering
on pitched roofs.

Slab on grade A type of construction in which footings are needed but little or no
foundation wall is poured.

Slope The incline or pitch of a roof surface, drainage plane, etc.
Valve A device to stop, start or regulate the flow of liquid or gas through

or from piping.
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