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The summary below consists of potentially significant findings. These 
findings can be a safety hazard, a deficiency requiring a major expense 
to correct, or items I would like to draw extra attention to. The 
summary is not a complete listing of all the findings in the report and 
reflects the opinion of the inspector. Please review all pages of the 
report as the summary alone does not explain all of the issues. All 
repairs should be done by a licensed & bonded tradesman or a 
qualified professional. I recommend obtaining a copy of all receipts, 
warranties and permits for the work done. 
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Report Summary

Report Summary

SAFETY ISSUES
BRANCH WIRING
Page 69 Item: 4 Switches 4.2. At the time of the inspection, a switch cover plate was

missing in the laundry room. This condition left energized
electrical components exposed to touch, a shock/electrocution
hazard. The Inspector recommends that a listed cover plate
be installed by a qualified electrical contractor.

DEFECTS
ASPHALT SHINGLES
Page 16 Item: 2 Appearance

Problems
2.1. At the time of the inspection, the Inspector observed paint
over spray and drips on the roof shingles. This does not affect
the performance of the shingles however it is unsightly.
Recommend cleaning by a qualified contractor.

EXTERIOR PAINT
Page 32 Item: 1 Exterior Wall Paint

Condition
1.1. At the time of the inspection, the Inspector observed
numerous areas on the exterior that the paint did not appear
to be sufficiently covering the substrate.

PLUMBING SYSTEM
Page 34 Item: 3 Water Pressure 3.1. Water pressure exceeded 90 pounds per square inch

(psi) at the time of the inspection. This is considered
excessively high. Acceptable water pressure is between 40
and 90 psi. Excessively high water pressure can cause leaks
and pipe damage. The Inspector recommends installation of a
pressure regulator by a qualified plumbing contractor.

Page 36 Item: 7 Backflow Preventer 7.4. At the time of the inspection, the Inspector observed the
backflow preventer was leaking a small amount. Recommend
repair by a qualified contractor.

GARAGE
Page 42 Item: 4 Garage Walls 4.2. The garage walls had minor damage visible at the time of

the inspection.

Page 43 Item: 5 Garage Ceiling 5.2. The garage ceilings had minor damage visible at the time
of the inspection.

Definition
A member of a cornice or other horizontal exterior finish course that has a projection beyond the other parts for the purpose of throwing off water. Also, a groove in the underside of a sill or drip cap to cause water to drop off on the outer edge instead of drawing back and running down the face of a building.

Definition
A roof covering made of asphalt, wood, tile, slate, or other material cut to stock lengths, widths and thicknesses, and laid and attached in a series of overlapping rows as a roof covering on pitched roofs.

Definition
A part or substance that lies beneath and supports another.

Definition
A device or means to prevent backflow of contaminated water into the potable water supply.
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OVERHEAD GARAGE DOOR
Page 47 Item: 2 Door Panels 2.1. At the time of the inspection, the Inspector observed that

garage door was very dirty, recommend cleaning the garage
door by a qualified contractor.

ATTIC
Page 58 Item: 2 Attic Access 2.3. At the time of the inspection, the Inspector observed that

the attic hatch did not fit properly in the access cut out.
Recommend trimming attic access to fit opening by a qualified
contractor.

BRANCH WIRING
Page 69 Item: 2 Electrical

Receptacles
2.2. At the time of the inspection, an electrical receptacle
cover plate was missing in the . The Inspector recommends a
cover plate be installed by a qualified electrical contractor.

CENTRAL AIR CONDITIONER
Page 82 Item: 12 Condensate

Disposal
12.4. At the time of the inspection, the Inspector observed the
condensate clean out port was missing its cap. Running the
unit without the cap may alter the flow of the
condensation.Recommend installing cap by a qualified
contractor.

MASTER BATHROOM
Page 91 Item: 8 Shower 8.3.  At the time of the inspection, the Inspector observed the

shower drain cover was missing. This condition can allow
debris to enter the drain and possibly cause a clog.
Recommend installing a drain cover by a qualified contractor.

Page 92 Item: 12 Mirrors 12.1. The mirror in this bathroom was missing.

GUEST BATHROOM
Page 95 Item: 8 Bath Tubs 8.1. At the time of the inspection, the Inspector observed the

guest bathroom tub's installation was incomplete. The wall
board surrounding the tub was cut back and the water capped
off, and therefore not inspected. Recommend thoroughly
testing the tub and all its functions after tub installation is
complete.

Page 95 Item: 9 Tub/Shower
Enclosure

9.1. At the time of the inspection, the Inspector observed that
the tub surround was cut away. Recommend inspecting tub
surround after surround is completed.

Page 96 Item: 12 Wall Condition 12.1. At the time of the inspection, the Inspector observed the
escutcheon for the toilet valve was not sitting flush to the wall.
Recommend adjusting escutcheon to sit flush to the wall by a
qualified contractor.

Definition
An opening in a deck, floor or roof whose purpose is to provide access from inside the home or building.

Definition
An opening that is placed in the drywalled ceiling of a home providing access to the attic.


Definition
An electrical outlet. A typical household has several 120-volt receptacles for plugging in lamps and appliances, and 240-volt receptacles for the range, clothes dryer, air conditioners, etc.

Definition
Water accumulation or sweat on walls, ceiling and pipes, which is normal in areas of high humidity, and usually controlled by ventilation or a dehumidifier.

Definition
A trim piece or decorative flange that fits beneath a faucet handle to conceal the faucet stem and the hole in the fixture or wall.

Definition
A device to stop, start or regulate the flow of liquid or gas through or from piping.



  West Florida Inspections 11427 Daybreak Glen, Parrish, FL

Page 6 of 128

 

KITCHEN
Page 102 Item: 2 Cabinets 2.2. The kitchen cabinets had minor damage visible at the

time of the inspection.

Page 105 Item:
13

Range Condition 13.2. At the time of the inspection, the Inspector observed the
kitchen range was not installed completely, recommend
completing the installation.

INTERIOR
Page 111 Item: 5 Interior Trim 5.3. At the time of the inspection, the Inspector observed that

some of the trim did not fit tightly to the flooring. This condition
is cosmetic. Recommend caulking and painting gaps below
door casing.

DOORS
Page 115 Item: 2 Exterior Door

Condition
2.2. The sweep at an exterior door in the entry was missing at
the time of the inspection. A sweep is a rubber strip that
attaches to the bottom of a door to seal the gap between the
bottom of the door and the threshold. It should be replaced to
help prevent moisture and pest intrusion and air/heat leakage
that will increase heating/cooling costs and reduce home
comfort.  All work should be performed by a qualified
contractor.

Page 115 Item: 3 Interior Door
Condition

3.2. The interior entry door was missing its door viewer.
Recommend installing a door viewer by a qualified contractor.

Page 116 Item: 5 Closet Doors 5.1. At the time of the inspection, the Inspector observed that
many of the bi fold door rubbed on the carpet. Recommend
adjusting bi fold door by a qualified contractor.

WINDOWS
Page 118 Item: 2 Window Condition 2.2. A window sash in the entry exhibited moderate damage.

Before the expiration of your Inspection Objection Deadline
you may wish to consult with a qualified contractor to discuss
options and costs for repair.

Page 119 Item: 3 Window Sill/Jamb
Condition

3.1. At the time of the inspection, the Inspector observed there
was no window sill in the master bath window. Recommend
installing window sill by a qualified contractor.

Definition
(1) Interior trim: The finish materials inside a building, such as moldings applied around openings (window trim, door trim), and at the floors and ceilings of rooms (baseboard, cornice, and other moldings). Also, the physical work of installing interior doors and interior woodwork, to include all handrails, guardrails, stairway balustrades, mantles, light boxes, baseboards, door casings, cabinets, countertops, shelves, windowsills, aprons, etc. (2) Plumbing/Heating/Electrical trim: The work that the mechanical contractors perform to finish their work when the home is nearing completion and occupancy. (3) Exterior trim: The finish materials on the exterior of a building, such as moldings applied around openings (window trim, exterior door trim), siding, attic vents, crawlspace vents, shutters, etc. Also, the physical work of installing these materials.

Definition
Material used to seal exterior cracks and openings, such as at windows or foundations.

Definition
Molding of various widths and thicknesses used to trim door and window openings at the jambs.

Definition
A strip of wood or metal with beveled edges used over the finish floor and the sill of exterior doors.

Definition
The operating or movable part of a window; the sash is made of window panes and their borders.

Definition
The lowest member of the frame of a structure that rests on the foundation and supports the floor joists or uprights of the wall; the member forming the lower side of an opening, as in a door sill, window sill, etc.
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REPORT LIMITATIONS
 
 
This report is intended only as a general guide to help the client make his own evaluation of the overall condition of
the property, and is not intended to reflect the value of the premises, nor make any representation as to the
advisability of purchase. The report expresses the personal opinions of the inspector, based upon his visual
impressions of the conditions that existed at the time and date of the inspection only. The inspection and report
are not intended to be technically exhaustive, or to imply that every component was inspected, or that every
possible defect was discovered. No disassembly of equipment, opening of walls, moving of furniture, appliances or
stored items, or excavation was performed. All components and conditions which by the nature of their location
are concealed, camouflaged or difficult to inspect are excluded from the report. The inspection is performed in
compliance with the current version of the International Residential Standards of Practice (InterNACHI), a copy of
which is available at the following website: www.nachi.org.
 
Systems and conditions which are not within the scope of the inspection include, but are not limited to:
formaldehyde, lead paint, asbestos, mold or methamphetamine contamination, toxic or flammable materials, and
other environmental hazards; pest infestation, playground equipment, efficiency measurement of insulation or
heating and cooling equipment, internal or underground drainage or plumbing, any systems which are shut down
or otherwise secured; water wells (water quality and quantity) zoning ordinances; intercoms; security systems; heat
sensors; cosmetics or building code conformity. Any general comments about these systems and conditions are
informational only and do not represent an inspection.
 
The inspection report should not be construed as a compliance inspection of any governmental or non
governmental codes or regulations. The report is not intended to be a warranty or guarantee of the present or
future adequacy or performance of the structure, its systems, or their component parts. This report does not
constitute any express or implied warranty of merchantability or fitness for use regarding the condition of the
property and it should not be relied upon as such. Any opinions expressed regarding adequacy, capacity, or
expected life of components are general estimates based on information about similar components and occasional
wide variations are to be expected between such estimates and actual experience.
 
We certify that our inspectors have no interest, present or contemplated, in this property or its improvement and
no involvement with trades people or benefits derived from any sales or improvements. To the best of our
knowledge and belief, all statements and information in this report are true and correct.
 
An earnest effort was made on your behalf to discover all visible defects, however, in the event of an oversight,
maximum liability must be limited to the fee paid. Should any disagreement or dispute arise as a result of this
inspection or report, it shall be decided by arbitration and shall be submitted for binding, non-appealable
arbitration to the American Arbitration Association in accordance with its Construction Industry Arbitration Rules
then obtaining, unless the parties mutually agree otherwise. In the event of a claim, the Client will allow the
Inspection Company to inspect the claim prior to any repairs or waive the right to make the claim. Client agrees not
to disturb or repair or have repaired anything which may constitute evidence relating to the complaint, except in
the case of an emergency.
 

http://www.nachi.org
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  INSPECTION  and SITE DETAILS
 

1. Inspection Time
1.1. The Inspection started at approximately 8:30 am.

1.2. The inspection ended at approximately 11am.

2. Occupancy
2.1. The home was unoccupied and was empty of furniture at the time of the
inspection.

3. Weather Conditions
3.1. During the inspection the weather was sunny.

3.2. The temperature at the inspection was approximately 90F degrees.

3.3. During the 2 days preceding the inspection the inspection the weather
was generally Hot and Sunny with Afternoon Rain Showers.

4. Year of Original Construction
4.1. The home appeared to have been built in 2022

5. Home Footprint Size
5.1. The size of the home was approximately 2100 square feet.

6. Utilities
6.1. All utilities were on at the time of the inspection.

7. Ground/Surface soil Condition
7.1. At the inspection, the ground was dry.
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  EXTERIOR VIEWS
 

1. Front Entry
1.1. The photo shows the front entry.

2. Front and Right
2.1. The photo shows the Front and right sides of the home.

3. Rear and Right
3.1. The photo shows the rear and right sides of the home.
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4. Rear and Left
4.1. The photo shows the Rear and Left sides of the home.

5. Front and Left
5.1. The photo shows the front and left sides of the home.
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  ROOF STRUCTURE EXTERIOR
 
Although not required to, we generally attempt to evaluate various roof types by walking on
their surfaces; certain roofing materials are prone to damage if walked on; for this reason
we indicate the method used to evaluate the roof surface. Every roof will wear differently
relative to its age, number of layers, quality of material, method of application, exposure to
weather conditions, and the regularity of its maintenance. We can only offer an opinion of
the general quality and condition of the roofing material.
 
 
The inspector cannot and does not offer an opinion or warranty as to whether the roof
leaks or may be subject to future leakage. The waterproof membrane beneath roofing
materials is generally concealed and cannot be examined without removing the roof
material. Although roof condition can be evaluated, it is virtually impossible for anyone
to detect a leak except as it is occurring or by specific water tests, which are beyond the
scope of our service. Even water stains on ceilings or on framing within attics will not
necessarily confirm an active leak without some corroborative evidence, and such
evidence can be deliberately concealed. We evaluate every roof conscientiously, and
may attempt to approximate its age, but we cannot predict its remaining life
expectancy, or guarantee that it will not leak. Naturally, the sellers or the occupants of
a residence will generally have the most intimate knowledge of the roof and of its
history. Therefore, we recommend that you ask the sellers about it, and that you either
include comprehensive roof coverage in your home insurance policy, or that you obtain
a roof certification from an established local roofing company. We do not inspect
attached accessories including by not limited to solar systems, antennae, and lightning
arrestors.
1. Roof Covering

The roof was covered with laminated fiberglass asphalt shingles, also called
"architectural" or dimensional" shingles. Laminated shingles are composed of
multiple layers bonded together. Fiberglass shingles are composed of a
fiberglass mat embedded in asphalt and covered with ceramic-coated
mineral granules. Shingles with multiple layers bonded together are usually
more durable than shingles composed of a single layer. The typical life
expectancy of a roof of this type nationwide is 20 -30 years, however in
Florida's humid subtropical climate you can expect 5 - 7 years less.

2. Method of Inspection
2.1. The Inspector observed the roof from the ground, from the roof surface
and from a ladder resting against the roof edge.

3. Configuration
3.1. The home had a hip roof.

Definition
The traditional organic mat-based shingles are made from a recycled layer of felt paper, asphalt-saturated for waterproofing, and coated with adhesive asphalt into which the ceramic granules are embedded. With 40 percent more asphalt than their fiberglass counterparts, 
the traditional organic mat-based shingles are heavier, thicker and more costly. While organic shingles are considered more rugged and more flexible, they are also more absorbent and can warp over time. The additional asphalt content also makes them less environmentally friendly.

Definition
A roof covering made of asphalt, wood, tile, slate, or other material cut to stock lengths, widths and thicknesses, and laid and attached in a series of overlapping rows as a roof covering on pitched roofs.

Definition
Shingles that have added dimensionality because of extra layers or tabs, giving them a shake-like appearance. Also called architectural shingles and three-dimensional shingles.

Definition
Are made of a woven fiberglass base mat, covered with a waterproof asphalt coating, and topped with ceramic granules that shield the product from harmful UV rays. Because of the composition of the fiberglass mat, less asphalt is needed to give the shingles their durability and strength. The result is a lighter weight and thinner roofing material. Fiberglass shingles also have a higher fire rating than organic varieties and generally carry a longer warranty.
Fiberglass shingles were developed in the 1980s, but have quickly become the roofing material of choice for most homeowners and contractors today.


Definition
An asphalt roofing base material manufactured from glass fibers.

Definition
A dark brown to black, highly viscous hydrocarbon produced from the residue left after the distillation of petroleum. Asphalt is used on roofs and highways as a waterproofing agent.

Definition
Mineral particles of a graded size that are embedded in the asphalt coating of shingles and roofing.

Definition
Average service life or functional period in years, assuming regular maintenance.

Definition
Average service life or functional period in years, assuming regular maintenance.

Definition
A roof that rises by inclined planes from all four sides of the building.
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4. Slope
4.1. The roof pitch (slope) was approximately 5&12.

Definition
(1) The incline slope of a roof, or the ratio of the total rise to the total width of a house. For example, an 8-foot rise and 24-foot width is a 1/3-pitch roof. Roof slope is expressed in the inches of rise per foot of run. (2) Coal tar pitch.

Definition
The incline or pitch of a roof surface, drainage plane, etc.
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  ASPHALT SHINGLES
 
INSPECTION OF THE ROOF DOES NOT CONSITUTE A WARRANTY!
 
 
SHINGLE ROOFS ARE NOT WATERPROOF
 
Asphalt shingle roofs are designed to protect the underlying home structure from moisture, but
as a system they are not waterproof, but water resistant. They are designed to work together
with flashing and an underlying water resistant membrane to prevent moisture intrusion.
 
ASPHALT SHINGLE WARANTIES
Two types of warranties are offered when new asphalt shingles are installed;
1. The manufacturer’s warranty, which covers the shingles themselves and varies among
manufacturers; and
2. The contractors warranty, which covers installation and workmanship.
 
When a home is sold, a roof warranty may fully transfer to the buyer, may transfer for a
shortened length of time, may transfer with limited coverage or may not transfer at all. Some
warranties require notification of sale of the home within a certain time period for the warranty
to remain in effect. You should ask the seller about how the sale of the home will affect any
warranty presently covering the roof and confirm any seller claims by reading the warranty.
Asphalt shingle warranties are a sales tool and lengths of warranties will not accurately reflect
the shingle roof expected long-term service life.
 
 FACTORS AFFECTING ASPHALT SHINGLE AGING
·        The following factors affect the lifespan of an asphalt composition shingle roof:
·        roofing material quality;
·        quality of maintenance;
·        proper installation;
·        number of layers;
·        structure orientation: South-facing roofs will have shorter lifespans;
·        degree of roof slope: Flatter roofs will have shorter lifespans;
·        climate and exposure: (wind, hail, snow &rain); Harsh climates shorten roof lifespans;
·        homesite location: Coastal climates promote corrosion of all metal exposed to weather;
·        temperature swings: climates with large daily temperature differentials will shorten roof
lifespans;
·        elevation: Homes at higher elevations are exposed to more ultra violet (UV) light, which  
shortens roof lifespan;
·        roof color: Darker roofs absorb more heat which may shorten roofing material lifespan;
·        roof structure ventilation: Poor ventilation shortens roof lifespans;
·        physical abrasion: Avoid walking on the roof as much as possible, especially on very hot or
very cold days when shingles may be especially soft or brittle.
 
 
We do not certify roofs as leak-proof!
 
 
A general Home Inspection does not include roof certification.  
 

1. General Condition
1.1. The Inspector observed no deficiencies in the condition of the shingles,
flashing and vents.

Definition
A material (typically, metal) that is shaped or molded for the location and used at an angle in a roof or wall to prevent rainwater/moisture leakage into the structure.

Definition
A pipe or duct that permits the flow of air as an inlet or outlet; to create a vent or system of venting.
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2. Appearance Problems
2.1. At the time of the inspection, the Inspector observed paint over spray
and drips on the roof shingles. This does not affect the performance of the
shingles however it is unsightly. Recommend cleaning by a qualified
contractor.

Definition
A member of a cornice or other horizontal exterior finish course that has a projection beyond the other parts for the purpose of throwing off water. Also, a groove in the underside of a sill or drip cap to cause water to drop off on the outer edge instead of drawing back and running down the face of a building.
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Dirt and debris on asphalt shingles
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  FLASHING
 

1. General Condition
1.1. Flashing is a general term used to describe sheet metal fabricated into
shapes and used to protect areas of the roof from moisture intrusion.
Inspection typically includes inspection for condition and proper installation of
flashing in the following locations:
- roof penetrations such as vents, electrical masts, chimneys, mechanical
equipment, patio cover attachment points, and around skylights;
- junctions at which roofs meet walls;
- roof edges;
- areas at which roofs change slope;
- areas at which roof-covering materials change; and
- areas at which different roof planes meet (such as valleys).

1.2. The inspector observed no deficiencies in the condition of roof flashing.

Definition
A structure on a roof that is designed to admit light and is slightly above the plane of the roof surface to allow it to shed rainwater.

Definition
The internal angle formed by the junction of two sloping sides of a roof.
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  ROOF DRAINAGE SYSTEM
 

1. Drainage System Description
1.1. The home had no roof drainage system to channel roof drainage away
from the foundation. The Inspector recommends installation of a roof
drainage system to help protect the home structure and occupants.

Definition
An assembly of various components which function as a whole.

Definition
The supporting portion of a structure below the first floor construction, below grade or partially below grade, including the footings, upon which the structure or wall rests, and usually made of masonry, concrete and/or stone, but can be made of alternative building materials.
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  GROUNDS
 
Inspectors shall inspect adjacent or entryway walkways, patios, and driveways; vegetation, grading,
surface drainage, and retaining walls that are likely to adversely affect the building.

1. Building Lot Description
1.1. The building site was relatively level and flat.
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2. Grading
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the exterior grading.

3. Driveway Material
3.1. The home had a concrete driveway.



  West Florida Inspections 11427 Daybreak Glen, Parrish, FL

Page 22 of 128

4. Driveway Condition
4.1. The Inspector observed no deficiencies the driveway condition at the
time of the inspection.

5. Walkway Material
5.1. The home had a concrete walkway.

Definition
An exterior area designated for foot traffic.
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6. Walkway Condition
6.1. The Inspector observed no deficiencies the walkway condition at the
time of the inspection.

7. Landscape Irrigation
7.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the landscape irrigation (sprinkler) system.

7.2. The home was equipped with a landscape irrigation system. Inspection
of irrigation systems lies beyond the scope of the General Home Inspection.
The Inspector only tests that the irrigation clock operates and that the zone
valves operate as a courtesy and recommend further evaluation by a
qualified irrigation contractor if you desire a more detailed report.

Definition
A device placed near the heater or cooler that controls the flow of water or steam to parts of a building and controlled by a zone thermostat.



Definition
A device placed near the heater or cooler that controls the flow of water or steam to parts of a building and controlled by a zone thermostat.
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  FOUNDATION
 
 
The foundation inspection portion of the General Home inspection describes the foundation, floor,
wall, ceiling and roof structures and the method used to inspect any accessible under floor
crawlspace areas. Inspectors inspect and probe the structural components of the home, including the
foundation and framing, where deterioration is suspected or where clear indications of possible
deterioration exist. Probing is not done when doing so will damage finished surfaces or when no
deterioration is visible or presumed to exist. Inspectors are not required to offer an opinion as to the
structural adequacy of any structural systems or components or provide architectural services or an
engineering or structural analysis of any kind. Despite all efforts, it is impossible for a home
inspection to provide any guaranty that the foundation, and the overall structure and structural
elements of the building is sound.
 
_
1. Foundation Configuration

1.1. The foundation was slab on grade. A slab on grade  foundation is  a
concrete slab resting on the ground.

2. Slab-on-grade
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the visible portions of the concrete slab-on-grade foundation.
Most of the slab was not directly visible due to floor coverings.

Definition
A type of construction in which footings are needed but little or no foundation wall is poured.

Definition
(1) An accepted level or standard, or a position in a scale of size, quality, etc., such as a grade of lumber. (2) The degree of inclination of a slope, road, or other surface. (3) The level at which the ground surface meets the foundation of a building.
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  EXTERIOR WALLS
 

1. Exterior Wall Construction
1.1. Exterior walls were built using a combination of concrete masonry units
(CMU) and 2X Wood framing material. Because inspection must be
performed during the original construction process, the  Inspector disclaims
responsibility for confirming proper installation or condition of the CMU or
Wood Framing the  exterior walls.

2. Exterior Wall Condition
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the exterior wall structures.

Definition
Stone, brick, concrete, hollow-tile, concrete block, gypsum block, and other similar building units and materials, or a combination of the same, bonded together with mortar to form a wall, pier, buttress or similar mass.

Definition
Concrete Masonry Unit

Definition
The structural wood and/or metal elements of most homes. The floor and ceiling framing is called the joist work. Wall framing is usually made of 2x4 or 2x6 studs. See rafters, posts and beams.
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  EXTERIOR CLADDING
 

1. Cladding Material
1.1.  The exterior walls were covered with stucco veneer.

2. Stucco Condition
2.1. The Inspector observed few deficiencies in the condition of stucco
covering exterior walls of the home. Notable exceptions will be listed in this
report.

Very rough stucco under sliding glass door

Definition
A type of exterior finish plaster made with Portland cement as its base.

Definition
A thin surface layer of wood or decorative brick facing that is overlaid and adhered as a façade to a base of inferior materials.
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Very rough stucco under sliding glass door
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  EXTERIOR TRIM
 

1. General Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of exterior trim.

Definition
(1) Interior trim: The finish materials inside a building, such as moldings applied around openings (window trim, door trim), and at the floors and ceilings of rooms (baseboard, cornice, and other moldings). Also, the physical work of installing interior doors and interior woodwork, to include all handrails, guardrails, stairway balustrades, mantles, light boxes, baseboards, door casings, cabinets, countertops, shelves, windowsills, aprons, etc. (2) Plumbing/Heating/Electrical trim: The work that the mechanical contractors perform to finish their work when the home is nearing completion and occupancy. (3) Exterior trim: The finish materials on the exterior of a building, such as moldings applied around openings (window trim, exterior door trim), siding, attic vents, crawlspace vents, shutters, etc. Also, the physical work of installing these materials.
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 EXTERIOR PAINT 

1. Exterior Wall Paint Condition
1.1. At the time of the inspection, the Inspector observed numerous areas on
the exterior that the paint did not appear to be sufficiently covering the
substrate.

Patch needs paint Pencil line drawn on painted stucco

Pencil line drawn on painted stucco Paint not covering AC line chase completely

Definition
A part or substance that lies beneath and supports another.

Definition
A framed, enclosed space around a flue pipe or a channel in a wall or through a ceiling for something to lie in or pass through.
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Paint not covering AC line chase completely
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 PLUMBING SYSTEM 

1. Water Supply
1.1. The home water was supplied from a public source.

2. Main Water Shut-off
2.1. The main water supply shut-off was located  Left side of  house.

2.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the main water supply shut-off valve. It was not operated but
was visually inspected.

This is the Main Water Shut Off for the Home.

3. Water Pressure
3.1. Water pressure exceeded 90 pounds per square inch (psi) at the time of
the inspection. This is considered excessively high. Acceptable water
pressure is between 40 and 90 psi. Excessively high water pressure can
cause leaks and pipe damage. The Inspector recommends installation of a
pressure regulator by a qualified plumbing contractor.

Definition
A device to stop, start or regulate the flow of liquid or gas through or from piping.
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4. Exterior Faucets
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of exterior water faucets.

5. Main Water Pipe
5.1. The main water supply pipe was  1 inch PVCpipe.

6. Water Supply Pipe Material
6.1. The visible home water supply pipes were a combination of half-inch and
three-quarter inch pipes.

6.2. The home water supply pipes were Cross-linked Polyethylene,
commonly called PEX, which is a flexible, vinyl-like material approved for this
use.

Definition
PEX (or crosslinked polyethylene) is part of a water supply piping system that has several advantages over metal pipe (copper, iron, lead) or rigid plastic pipe (PVC, CPVC, ABS) systems.
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7. Backflow Preventer
7.1. This Photo shows the Backflow preventer.

7.2. A backflow prevention device is used to protect potable water supplies
from contamination or pollution due to backflow.

In water distribution systems, water is normally maintained at a significant
pressure to enable water to flow from the tap, shower, or other fixture. Water
pressure may fail or be reduced when a water main bursts, pipes freeze, or
there is unexpectedly high demand on the water system (for example, when
several fire hydrants are opened). Reduced pressure in the pipe may allow
contaminated water from the soil, from storage, or from other sources to be
drawn up into the system.

7.3.  Every customer who owns a backflow prevention assembly is required
to have the assembly tested annually. Log into your Manatee County Utilities
online account to find out when your backflow preventer was last tested and
the result of your test.

7.4. At the time of the inspection, the Inspector observed the backflow
preventer was leaking a small amount. Recommend repair by a qualified
contractor.

Definition
A device or means to prevent backflow of contaminated water into the potable water supply.


Definition
Movement of water (or other liquid) in any direction other than that intended.


Definition
Describes water that is safe to drink.

Definition
An impairment of the quality or tainting of the potable water supply.

Definition
In plumbing, a device that provides a supply of water and/or its disposal, such as a sink, tub and toilet.
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Backflow prevent has water small water leak

8. Rough Plumbing
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 EXTERIOR ELECTRICAL 

1. General Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the electrical system.

2. Electric Meter Location
2.1. The electric meter was located at the right side of the home.

3. Electric Meter Condition
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the electric meter. Electric meters are installed by utility
companies to measure home electrical consumption.
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4. Service Disconnect
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the service disconnect.

4.2. The electrical service conductors fed a meter main load center service
panel containing a main disconnect and breakers that protected and
controlled power to some branch circuits. The load center also supplied
power to one or more sub-panels that contained breakers protecting and
controlling other branch circuits.

5. Service Lateral
5.1. Conductors supplying electricity to the home were buried underground.

6. Exterior Electrical Receptacles
6.1. Exterior electrical receptacles were Ground Fault Circuit Interrupter
(GFCI)-protected, and enclosed in weather-resistant covers.

6.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition of exterior Ground Fault Circuit Interrupter (GFCI)-protected
electrical receptacles.

Definition
In electrical contracting, the supply conductors that extend from the street main or transformer to the service equipment.

Definition
The energy rate, usually measured in watts. Power equals voltage times amps, or W = E x 1. The heavier the flow of amps at a given supply, the higher the rate at which energy is being supplied and used.

Definition
Wiring that runs from a service panel or sub-panel to outlets; the circuit conductors between the final over-current device protecting the circuit and the receptacle(s)/outlet(s). Branch circuits are protected by fuses or breakers at the panel.

Definition
An electrical outlet. A typical household has several 120-volt receptacles for plugging in lamps and appliances, and 240-volt receptacles for the range, clothes dryer, air conditioners, etc.

Definition
A network of wiring that typically starts at a panel box, feeds electricity to receptacles/outlets, and ultimately returns to the panel box.

Definition
A special device that is intended for the protection of personnel by de-energizing a circuit, capable of opening the circuit when even a small amount of current is flowing through the grounding system.
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7. Service Grounding
7.1. The service was grounded to steel re-bar encased in the concrete of the
foundation for this purpose. This type of ground is called "Concrete-encased
Electrode. This type of grounding electrode has length and continuity
requirements which could not be confirmed at the time of the inspection due
to the fact that the grounding electrode was encased in concrete. Evaluation
of the effectiveness of the service ground would require the services of a
qualified electrical contractor using special instruments.

Definition
Connected to earth or to some conducting body that serves in place of the earth.

Definition
A device that establishes an electrical connection to earth.
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  GARAGE
 

1. Garage Description
1.1. The home had a two-car attached garage.

2. Garage General Condition
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the garage.

3. Garage Floor
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the garage floor.
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4. Garage Walls
4.1. At the time of the inspection, the Inspector observed few deficiencies in
the condition of The garage walls. Notable exceptions will be listed in this
report.

4.2. The garage walls had minor damage visible at the time of the inspection.
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Rough finish below baseboard in garage Rough finish below baseboard in garage

Unused hole in garage wall

5. Garage Ceiling
5.1. At the time of the inspection, the Inspector observed few deficiencies in
the condition of the garage ceilings. Notable exceptions will be listed in this
report.

5.2. The garage ceilings had minor damage visible at the time of the
inspection.

Definition
In hardware, metal fastenings on cabinets that are usually exposed, such as hinges and locks.

Definition
Wood or vinyl installed around the perimeter of a room to cover the space where the wall and floor meet; a board placed against the wall around a room next to the floor to properly finish the area between the floor and the plaster.
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Electric junction box missing cover

Gap around wires in garage ceiling
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6. Garage Electrical
6.1. Electrical receptacles in the garage had Ground Fault Circuit Interrupter
(GFCI) protection that responded to testing in a satisfactory manner at the
time of the inspection. The inspector tested a representative number of
accessible receptacles only.

7. Hurricane Shutters
7.1. The home had a hurricane shutter system, although not attached at the
time of the inspection. Recommend asking the seller or a qualified contractor
to show where and how to install in the event of a hurricane.

8. Sink
8.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of the laundry room sink.

8.2. The laundry room sink had functional flow and functional drainage at the
time of the inspection.

8.3. The faucet of the sink in the laundry room appeared to be in serviceable
condition at the time of the inspection.

Garage sink missing drain stopper

9. Undersink Conditions
9.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of undersink plumbing in the laundry room.

Definition
A lightweight louvered, flush-wood or non-wood frame in the form of doors located at each side of a window. Some are made to close over the window for added protection; others are permanently affixed to the wall as decoration.

Definition
A reasonable flow of water supply at the highest and farthest fixture from the main when another fixture is operated simultaneously.

Definition
The emptying of a plumbing fixture in a reasonable amount of time without overflow when another fixture is drained simultaneously.
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  OVERHEAD GARAGE DOOR
 
Inspection of overhead garage doors typically includes examination for presence, serviceable
condition and proper operation of the following components:
- door condition;
- mounting brackets;
- automatic opener;
- automatic reverse;
- photo sensor;
- switch placement;
- track &rollers; and
- manual disconnect.

1. General Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the overhead vehicle doors.

2. Door Panels
2.1. At the time of the inspection, the Inspector observed that garage door
was very dirty, recommend cleaning the garage door by a qualified
contractor.
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Excessive dirt on garage door Incomplete paint at garage door trim

3. Automatic Opener
3.1. One overhead garage door was equipped with an automatic door
opener.

3.2. The automatic garage door opener responded to the controls at the time
of the inspection.
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4. Automatic Reverse
4.1. Garage doors are not tested by the Inspector using specialized
equipment and this inspection will not confirm compliance with
manufacturer’s specifications. This inspection is performed according to the
Inspector’s judgment from past experience. You should adjust your
expectations accordingly. If you wish to ensure that the garage door
automatic-reverse feature complies with the manufacturer’s specifications,
you should have it inspected by a qualified garage door contractor.

4.2. The pressure-activated automatic reverse feature was tested and
appeared to be operating in a satisfactory manner at the time of the
inspection. Garage doors are not tested by the Inspector using specialized
equipment and this inspection will not confirm adherence to manufacturer’s
specifications. This inspection is performed according to the Inspector’s
judgment from past experience. You should adjust your expectations
accordingly. If you wish to ensure that the garage door complies with the
manufacturer’s specifications you should have the it inspected by a qualified
contractor or technician.

4.3. The photoelectric sensor designed to activate the automatic-reverse at
the overhead garage door responded to testing as designed.

5. Automatic Opener Switch
5.1. The push-button switch for the automatic garage door opener was
operable and safely located at the time of the inspection.

6. Manual Disconnect
6.1. At the time of the inspection, the Inspector observed no deficiencies in
the operation of the manual disconnect.
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Pull this cord in the event of a power failure and
you need to open the overhead garage door

Pull this cord in the event of a power failure and
you need to open the overhead garage door

7. Data Plate
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 HURRICANE PROTECTION 

1. Attachment Hardware
1.1. This photo shows the hurricane protection attachment hardware.

2. Fabric
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 LANAI 

1. General Condition
1.1. At the time of the inspection, the Inspector found no deficiencies in the
condition of the lanai.

2. Location
2.1. This patio was located at the rear of the home.

3. Wall Condition
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the Lanai walls.

4. Ceiling Condition
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the Lanai Ceiling.

5. Floor Condition
5.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the Lanai Floor.
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 FRONT ENTRY 

1. General Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the Front Patio.

2. Ceiling
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the Front Patio ceiling.

3. Floor
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the Front Patio Floor.
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  ATTIC
 

1. General Condition
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2. Attic Access
2.1. The Inspector evaluated the attic from inside the attic space.

2.2. The attic was accessed through a hatch in the hallway  ceiling.

2.3. At the time of the inspection, the Inspector observed that the attic hatch
did not fit properly in the access cut out. Recommend trimming attic access
to fit opening by a qualified contractor.

Definition
An opening in a deck, floor or roof whose purpose is to provide access from inside the home or building.

Definition
An opening that is placed in the drywalled ceiling of a home providing access to the attic.
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Attic access cover does not fit properly

3. Truss Roof Structure
3.1. The roof was framed using manufactured roof trusses. Manufactured
roof trusses are designed by a structural engineer and prefabricated in a
manufacturing facility under controlled conditions before being trucked to a
homesite. Truss designs and their installation specifications are specific to
individual home structures and confirming proper installation lies beyond the
scope of the general Home Inspection.
Roof trusses should never be cut or structurally altered in any way.
Using the truss interior attic area for storage may place improper structural
loads on parts of the trusses not designed to support those loads and should
be avoided.

4. Attic HVAC
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the attic HVAC.

Definition
A frame or jointed structure designed to act as a beam of long span, while each member is usually subjected to length-wise stress only (either tension or compression).

Definition
Acronym for heating, ventilation and air conditioning; refers to the system, work, and type of contractor.
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5. Roof Sheathing Material
5.1. The home had radiant barrier sheathing (RBS) installed as roof
sheathing. RBS consists of panels of standard roof sheathing that have
aluminum foil-backed paper glued to the sides that face the home interior. It's
purpose is to reflect solar energy that is typically absorbed by the home as
heat, in order to reduce cooling costs. Its use has been widely encouraged
as a means of reducing energy consumption.

6. Roof Sheathing Condition
6.1. The Inspector observed no deficiencies in the condition of the roof
sheathing at the time of the inspection.

7. Thermal Insulation Type
7.1. The attic floor was insulated with blown-in fiberglass.

Definition
Intended to reduce the summer heat gain and the winter heat loss. In new homes, you may see foil-faced wood components at the roof sheathing system installed with the foil facing down into the attic. There may be other areas where the radiant barrier is integrated into the building components and structure of the home. For older homes, a radiant barrier will typically be found stapled across the bottom of some joists. All proper radiant barriers should have a low emittance of 0.1 or less, and a high reflectance of 0.9 or more. The radiant barrier should not be laid on top of the attic floor insulation, or on the attic floor anywhere, because it will soon be covered with dust and will not work.

Definition
The structural covering, usually wood boards, plywood, gypsum or wood fiber, used over studs or rafters of framed buildings as the first layer of the outer wall covering nailed to the studs or rafters.

Definition
The boards or sheet material fastened to the roof rafters on which the shingles or other roof covering is laid.

Definition
The boards or sheet material fastened to the roof rafters on which the shingles or other roof covering is laid.
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8. Thermal Insulation Depth
8.1. Attic floor insulation depth averages 14 to 16 inches. To maximize
savings on heating and cooling costs, insulation levels should comply with
local energy codes.

9. Thermal Insulation Condition
9.1. The inspector observed no deficiencies in the condition of the thermal
insulation at the time of the inspection.

Definition
Generally, any material that slows down or retards the flow or transfer of heat. Building insulation types are classified according to form as loose-fill, flexible, rigid, reflective, and foamed-in-place. All types are rated according to their ability to resist heat flow, known as R-value. In electrical contracting, rubber, thermoplastic, or asbestos wire covering. The thickness of insulation varies with wire size and type of material, application or other code limitations.

Definition
Any material high in resistance to heat transmission that, when placed inside walls, ceilings and floors of a structure, reduce the rate of heat flow.

Definition
Any material high in resistance to heat transmission that, when placed inside walls, ceilings and floors of a structure, reduce the rate of heat flow.
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10. Ventilation Device Type
10.1. Soffit vents were installed as part of the roof structure ventilation
system.

10.2.  Off ridge vents were installed as part of the roof structure ventilation
system.

11. Ventilation General Condition
11.1. The Inspector disclaims confirmation of adequate attic ventilation year-
round performance, but will comment on the apparent adequacy of the
system as experienced by the inspector on the day of the inspection. Attic
ventilation is not an exact science and a standard ventilation approach that
works well in one type of climate zone may not work well in another. The
performance of a standard attic ventilation design system can vary even with
different homesite locations and conditions or weather conditions within a
single climate zone.
The typical approach is to thermally isolate the attic space from the living
space by installing some type of thermal insulation on the attic floor. Heat
that is radiated into the attic from sunlight shining on the roof is then removed
using devices that allow natural air movement to carry hot air to the home
exterior. This reduces summer cooling costs and increases comfort levels.
Natural air movement is introduced by providing air intake vents low in the
attic space and exhaust vents high in the attic space.  Thermal buoyancy (the
tendency of hot air to rise) causes cool air to flow into the attic to replace hot
air flowing out the exhaust vents. Conditions that block ventilation devices, or
systems and devices devices that are poorly designed or installed  can
reduce the system performance.

11.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition of roof structure ventilation.

Definition
These vents allow outside air to enter the attic at the lowest point of the roof—along the underside of the eave to increase airflow

Definition
The natural or mechanical process of exchanging air in an interior space, and includes both the exchange of air to the outside, as well as the circulation of air within a building. It is one of the most important factors for controlling excessive moisture indoors and for maintaining acceptable indoor air quality.

Definition
A ridge vent is an important part of a home's roofing system. Installed at the peak of a sloped roof, the ridge vent allows damp, warm air to escape from the attic. A properly installed ridge vent increases energy efficiency and prolongs the life of your roof.

Definition
The area between the sidewalk and the street that leads to a driveway, or the transitional path from the street leading to the driveway.

Definition
The section of a building that is served by one heating or cooling loop because it has noticeably distinct heating or cooling needs. Also, the section of property that is watered by a lawn sprinkler system.

Definition
An opening in a building's envelope whose purpose is to allow outside air to be drawn in to replace inside air.

Definition
In stairs, the vertical height of a step or flight of stairs.
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  SERVICE PANEL
 

1. Service Panel General Condition
1.1. The Inspector observed no deficiencies at the electrical service panel at
the time of the inspection.
Inspection of the main service panel typically includes examination of the
following:
- Panel interior and exterior condition
- Panel amperage rating
- Main disconnect amperage rating and condition
- Main conductor amperage ratings
- Branch conductor types, amperage rating and condition
- Wiring visible materials, types, condition and connections
- Circuit breaker types, amperage ratings and condition
- Label information present
- Service and equipment grounding
- Bonding of service equipment

1.2. Inspection of the service panel typically includes examination of the
following:
- panel interior and exterior condition;
- panel amperage rating;
- main disconnect amperage rating and condition;
- main conductor amperage ratings;
- branch conductor types, amperage rating and condition;
- wiring visible materials, types, condition and connections;
- circuit breaker types, amperage ratings and condition
- label information present;
- service and equipment grounding; and
- bonding of service equipment.

Definition
The rate of flow of electricity through wire measured in terms of amperes.

Definition
A protective device that automatically opens an electrical circuit when it is overloaded.

Definition
The permanent joining of metallic parts to form an electrically conductive path that ensures electrical continuity, and the capacity to safely conduct any fault current likely to be imposed.
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2. Service Panel Description
2.1. The electrical service conductors fed a single breaker-type main
disconnect located in a service panel at the right side of the home, that in
turn fed a load center sub panel that had no single disconnect and that
contained circuit breakers that protected and controlled power to branch
circuits.

3. Service Panel Location
3.1. The electrical service panel was located in the garage

4. Service Panel Manufacturer
4.1. The service panel brand was  Eaton

Definition
An electrical sub-panel, also known as a service subpanel or circuit breaker subpanel, acts as a waypoint between the main service panel and branch circuits further down the line.
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5. Main Disconnect
5.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the electrical service disconnect. It was inspected visually but
was not operated.

5.2. The service disconnect was a breaker type. A service disconnect is a
device designed to shut off power to all overcurrent devices (circuit breakers
or fuses) and branch circuits in the home.

5.3. The electrical service disconnect was rated at 200 amps.

6. Overcurrent Protection
6.1. Overcurrent protection was located in the service panel.

6.2. Overcurrent protection of branch circuits was provided by circuit
breakers located in the service panel.

6.3. At the time of the inspection, the Inspector observed no deficiencies in
the condition of circuit breakers in the electrical service panel.

7. Labels
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8. Service Grounding
8.1. The service was grounded to steel re-bar encased in the concrete of the
foundation for this purpose. This type of ground is called "Concrete-encased
Electrode. This type of grounding electrode has length and continuity
requirements which could not be confirmed at the time of the inspection due
to the fact that the grounding electrode was encased in concrete. Evaluation
of the effectiveness of the service ground would require the services of a
qualified electrical contractor using special instruments.

9. Equipment Grounding
9.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the equipment grounding systems.

10. Bonding
10.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the neutral/ground bonding connection.

11. Service Entrance Cables
11.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the service entrance cables.
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  BRANCH WIRING
 

1. Branch Wiring
1.1. Home branch circuit wiring consists of wiring distributing electricity to
devices such as switches, receptacles, and appliances. Most conductors are
hidden behind floor, wall and ceiling coverings and cannot be evaluated by
the inspector. The Inspector does not remove cover plates and inspection of
branch wiring is limited to proper response to testing of switches and a
representative number of electrical receptacles.

1.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition of of visible branch wiring.

1.3. The visible branch circuit wiring was modern solid, vinyl-insulated copper
wire.
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2. Electrical Receptacles
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of electrical receptacles. In accordance with the Standards of
Practice, the inspector tested a representative number of accessible outlets
only.

2.2. At the time of the inspection, an electrical receptacle cover plate was
missing in the . The Inspector recommends a cover plate be installed by a
qualified electrical contractor.

Missing cover plate

3. GFCI/AFCI Receptacles
3.1. The home had ground fault circuit interrupter (GFCI) protection that
appeared to comply with generally-accepted modern safety standards. A
representative number of GFCI-protected electrical receptacles were tested
and responded in a satisfactory manner at the time of the inspection.

3.2. Arc-fault circuit interrupter (AFCI) protection was installed to protect
electrical circuits in bedrooms.

4. Switches
4.1. The majority of switches tested responded to testing at the time of the
inspection. Switches that did not respond to testing will be listed in the
appropriate area of this report.

4.2. At the time of the inspection, a switch cover plate was missing in the
laundry room. This condition left energized electrical components exposed to
touch, a shock/electrocution hazard. The Inspector recommends that a listed
cover plate be installed by a qualified electrical contractor.

Definition
Arc-fault circuit interrupter: A device intended to provide protection from the effects of arc faults by recognizing characteristics unique to arcing and by functioning to de-energize the circuit when an arc fault is detected.
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Switch in laundry room missing cover

5. Lighting
5.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of interior lighting.

6. Hard-wired Smoke Detectors
6.1. The home had smoke detectors that were interconnected through the
home branch wiring. This means that when one detector is activated, all will
be activated. You should check the detector indicator lights occasionally to
be sure that each detector has power.

Definition
A device that senses smoke or particles of combustion.
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  WATER HEATER
 
Water heaters should be expected to last for the length of the warranty only, despite the fact that
many operate adequately for years past the warranty date. Water heater lifespan is affected by the
following:
 
The lifespan of water heaters depends upon the following:
- The quality of the water heater
- The chemical composition of the water
- The long-term water temperature settings
- The quality and frequency of past and future maintenance
 
Flushing the water heater tank once a year and replacing the anode every four years will help extend
its lifespan.
You should keep the water temperature set at a minimum of 120 degrees Fahrenheit to kill microbes
and a maximum of 130 degrees to prevent scalding.

1. General Condition

2. Water Heater Location
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3. Water Heater Data Plate  Information

4. Water Pipe Connections

5. Hot Water Temperature
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6. Pressure Relief Valve

7. TPR Discharge Pipe
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  SEWAGE SYSTEM
 

1. Sewage System Type



  West Florida Inspections 11427 Daybreak Glen, Parrish, FL

Page 75 of 128

  CENTRAL AIR CONDITIONER
 
Inspection of the air-conditioning system typically includes visual examination of the following:
- compressor housing exterior and mounting condition;
- refrigerant line condition;
- proper disconnect (line of sight);
- proper operation (outside temperature permitting); and
- proper condensate discharge.
The system should be serviced at the beginning of every cooling season.
 
Inspection of evaporative coolers typically includes visual examination of the following:
- mounting method;
- appliance exterior;
- proper operation

1. General Condition
1.1.  Inspection of the air-conditioning system typically includes visual
examination of the following:
- compressor housing exterior and mounting condition;
- refrigerant line condition;
- proper disconnect (line of sight);
- proper operation (outside temperature permitting, must be above 67°
Fahrenheit);
- proper condensate discharge.
The system should be serviced at the beginning of every cooling season.

1.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the air-conditioning system.

Definition
A substance that remains a gas at low temperatures and pressure and can be used to transfer heat. Freon used in air-conditioning systems is a refrigerant.
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2. Cooling System Description
2.1. The air conditioning system was a split system in which the cabinet
housing the compressor, cooling fan and condensing coils was located
physically apart from the evaporator coils.
As is typical with split systems, the compressor/condenser cabinet was
located at the home's exterior so that the heat collected inside the home
could be released to the outside air.
Evaporator coils designed to collect heat from the home interior were located
inside a duct at the furnace.

3. Cooling System Data Plate
3.1. Information from the air-conditioner label/data plate is shown in the
photo.

3.2. The air-conditioner , air handling unit,  date of manufacture appeared to
be 2022. The life expectancy of HVAC equipment is 5 to 12 years.

4. Manufacturer
4.1. The air-conditioner brand was Carrier.

Definition
An evaporator coil is located indoors and is either installed with your furnace or as part of your air handler. Inside the coil, the refrigerant evaporates as it absorbs heat from the indoor air that passes over it.

Definition
A cylindrical or rectangular tube, usually constructed of sheet metal, used as an exhaust/intake channel to distribute warm air from a furnace or cooled air from an air conditioner, or as cold-air returns. The installation is referred to as ductwork.
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5. Efficiency Rating
5.1. The efficiency rating of the air-condition unit was 14 Seasonal Energy
Efficiency Ratio (SEER). Modern recommendations are 13 SEER or higher
for new installations.

6. System Response
6.1. At the time of the inspection, the system responded to the call for cool
air.

6.2. The heating portion of the air-conditioning system was not tested
because the outside temperature was above 75 degrees F. and to test it
would risk damaging the system. The Inspector recommends having the
heating system inspected by a HVAC contractor before the expiration of your
Inspection Objection Deadline.

Definition
A measure of the energy efficiency of equipment over the cooling season, representing the total cooling of a central air conditioner or heat pump (in BTUs) during the normal cooling season, as compared to the total electrical energy input (in watt-hours) consumed during the same period. SEER is based on tests performed in accordance with AHRI 210/240 (AHRI 2003).
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7. Compressor Unit
7.1. The air-conditioner compressor housing was located at the left of the
home.
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8. Compressor Pad
8.1. The pad supporting the air-conditioner compressor housing appeared to
be in satisfactory condition at the time of the inspection.

9. AC Electrical Disconnect
9.1. Although it was not operated, the electrical disconnect for the
condensing unit appeared to be properly located and installed at the time of
the inspection. It was not operated.

Definition
The component of a cooling system located outdoors, which includes a compressor and condensing coil designed to give off heat.
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10. AC Refrigerant Lines
10.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the visible air-conditioner refrigerant lines.
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11. Temperature Splits
11.1. The differences in air temperature measured at supply and return
registers fell within the acceptable range of between 14 and 22 degrees F.

12. Condensate Disposal
12.1. Condensate produced by the operation of the air-conditioning system
evaporator coils was properly routed and discharged at the time of the
inspection.

12.2. The condensation drain pipe had a clean out port. It is recommended to
clean this pipe periodically.  Flush with distilled vinegar. Add ¼ cup of
distilled vinegar to the drain line through the opening where the cap was
removed. It’s recommended you use regular distilled white vinegar, as the
increased acidity boosts its cleaning properties. If you find the smell of
vinegar foul, you can also use peroxide or hot water and a dash of dish soap.

12.3. The air handling unit was equipped with a Safe T Switch. A Safe T
Switch detects clogged A/C condensate drains and shuts off the system to
prevent water damage to floors, walls and ceilings. Can be installed
horizontally or vertically, inline or on the primary pan’s auxiliary drain outlet
by using the included ¾” adapter, bushing and cap. Can be installed on a
sloping line and does not need to be level or plumb.

12.4. At the time of the inspection, the Inspector observed the condensate
clean out port was missing its cap. Running the unit without the cap may alter
the flow of the condensation.Recommend installing cap by a qualified
contractor.

Definition
In heating and cooling systems, a vent that returns cold air to be warmed. In a hot-air furnace system, the return is located near an inside wall.

Definition
A fixture through which conditioned air flows. In a gravity heating system, it is located near the baseboard. In an air-conditioning system, it is located close to the thermostat.

Definition
Water accumulation or sweat on walls, ceiling and pipes, which is normal in areas of high humidity, and usually controlled by ventilation or a dehumidifier.

Definition
Abbreviation for air conditioner and air conditioning

Definition
The condensate drain, which plays an important role in removing condensation produced by your air conditioner's evaporator coil.

Definition
A pipe fitting for joining pipes having different diameters. A bushing is threaded on the inside and outside.

Definition
Exactly perpendicular; vertical.
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Condensate clean out port missing cap

Condensate clean out port missing cap



  West Florida Inspections 11427 Daybreak Glen, Parrish, FL

Page 84 of 128

13. Filter
13.1.  The filter is located at the, Air Handling Unit

13.2.  Filters should be checked periodically and changed monthly to keep
the Air conditioning system working properly.

14. Air Handling Unit
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15. Thermostat

16. Home Temperature Gradients
16.1. Although (conditions permitting) the inspection of air-conditioning
systems includes confirming cool air flow at registers, the General Home
Inspection does not include confirmation of even temperature distribution
throughout the home.You may need to adjust some vents to force a greater
flow of air into some areas during specific periods of the day to cool or heat
specific areas or rooms to your satisfaction. The system must be adjusted to
adapt to changing conditions. Adjusting the cooling system lies beyond the
scope of the General Home Inspection. Under some circumstances, the
cooling system may not cool all areas to your satisfaction. Methods exist to
deal with inadequate air distribution and prior to the expiration of your
Inspection Objection Deadline, you may wish to consult with an HVAC
contractor to gain an idea of options and costs.

16.2. The General Home Inspection does not include confirming even
temperature distribution throughout the home by the cooling system. In
multiple-story homes a temperature gradient will often exist, with upper floors
being warmer than lower floors. You should ask the seller about this
condition, keeping in mind that individuals often have their own perceptions
of what constitutes adequate performance of the cooling system.

Definition
That part of a building between any floor and the floor or roof immediately above.
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 MASTER BATHROOM 

1. Bathroom Configuration
1.1. This bathroom contained two sinks in a cabinet, a toilet and a shower.

2. General Condition
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of this bathroom.

3. Sinks
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of both bathroom sinks.

3.2. Both bathroom sinks had functional flow and functional drainage at the
time of the inspection.

3.3. The bathroom sink faucet(s) appeared to be in serviceable condition at
the time of the inspection.

4. Undersink Conditions
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of undersink plumbing in the bathroom.

5. Cabinets
5.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the bathroom cabinets.
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6. Counters
6.1. The countertops in this bathroom appeared to be in serviceable
condition at the time of the inspection.

7. Toilet Type/Operation
7.1. This bathroom had a low-flow toilet installed that used a maximum of 1.6
gallons (6 liters) per flush.

7.2. The toilet in this bathroom was flushed and operated in a satisfactory
manner.
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8. Shower
8.1. Most shower components in this bathroom appeared to be in serviceable
condition at the time of the inspection. Inspection of the shower typically
includes:
•  Functional flow;
•  Functional drainage
•  Proper operation of shut-off and diverter valves, and faucet;  and
•  Moisture intrusion of walls and pan.
Any notable exceptions will be listed in this report.

8.2. The shower had functional flow and functional drainage at the time of the
inspection.

8.3.  At the time of the inspection, the Inspector observed the shower drain
cover was missing. This condition can allow debris to enter the drain and
possibly cause a clog. Recommend installing a drain cover by a qualified
contractor.

Master shower missing drain cover

Definition
A device that changes the direction of water flow from one faucet to another.
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9. Electrical
9.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of electrical receptacles in this bathroom.

9.2. Electrical receptacles in this bathroom had ground fault circuit interrupter
(GFCI) protection which responded to testing in a satisfactory manner at the
time of the inspection. The inspector tested a representative number of
accessible receptacles only.

10. Bathroom Ventilation
10.1. This bathroom had an operable source of ventilation at the time of the
inspection.

11. Interior Trim

Poor cleaning and painting between master shower and cabinet

12. Mirrors
12.1. The mirror in this bathroom was missing.

No mirror installed at master bath
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 GUEST BATHROOM 

1. Bathroom Configuration
1.1. This bathroom contained a sink in a cabinet, a toilet, and a tub with a
shower.

2. General Condition
2.1. At the time of the inspection, the Inspector observed few deficiencies in
the condition of this bathroom. Notable exceptions will be listed in this report.

3. Sinks
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of this bathroom sink.

3.2. This bathroom sink had functional flow and functional drainage at the
time of the inspection.

3.3. The bathroom sink faucet appeared to be in serviceable condition at the
time of the inspection.

4. Undersink Conditions
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of undersink plumbing.
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5. Cabinets
5.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the bathroom cabinets.

6. Counters
6.1. The countertops in this bathroom appeared to be in serviceable
condition at the time of the inspection.
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7. Toilet Type/Operation
7.1. This bathroom had a low-flow toilet installed that used a maximum of 1.6
gallons (6 liters) per flush.

7.2. The toilet in this bathroom was flushed and operated in a satisfactory
manner.

8. Bath Tubs
8.1. At the time of the inspection, the Inspector observed the guest bathroom
tub's installation was incomplete. The wall board surrounding the tub was cut
back and the water capped off, and therefore not inspected. Recommend
thoroughly testing the tub and all its functions after tub installation is
complete.

9. Tub/Shower Enclosure
9.1. At the time of the inspection, the Inspector observed that the tub
surround was cut away. Recommend inspecting tub surround after surround
is completed.
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Guest bath tub surround incomplete

10. Electrical
10.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of electrical receptacles in this bathroom.

10.2. Electrical receptacles in this bathroom had ground fault circuit
interrupter (GFCI) protection which responded to testing in a satisfactory
manner at the time of the inspection. The inspector tested a representative
number of accessible receptacles only.

11. Bathroom Ventilation
11.1. This bathroom had an operable source of ventilation at the time of the
inspection.

12. Wall Condition
12.1. At the time of the inspection, the Inspector observed the escutcheon for
the toilet valve was not sitting flush to the wall. Recommend adjusting
escutcheon to sit flush to the wall by a qualified contractor.

Definition
A trim piece or decorative flange that fits beneath a faucet handle to conceal the faucet stem and the hole in the fixture or wall.
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Plumbing escutcheon does not sit flush with wall
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 UPSTAIRS HALL BATHROOM 

1. Bathroom Configuration
1.1. This bathroom contained two sinks in a cabinet, a toilet and a tub with a
shower.

2. General Condition
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of this bathroom.

3. Sinks
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of both bathroom sinks.

3.2. Both bathroom sinks had functional flow and functional drainage at the
time of the inspection.

3.3. The bathroom sink faucet appeared to be in serviceable condition at the
time of the inspection.

4. Undersink Conditions
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of undersink plumbing in the kitchen.

5. Cabinets
5.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the bathroom cabinets.
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6. Counters
6.1. The countertops in this bathroom appeared to be in serviceable
condition at the time of the inspection.

7. Toilet Type/Operation
7.1. This bathroom had a low-flow toilet installed that used a maximum of 1.6
gallons (6 liters) per flush.

7.2. The toilet in this bathroom was flushed and operated in a satisfactory
manner.
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8. Bath Tubs
8.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of bathtub components.
Tub inspection incudes testing for:
•  Functional flow;
•  Functional drainage; and
•  Operational shut-off valves, faucet, and diverter valve

8.2. The tub had functional flow and functional drainage at the time of the
inspection.

9. Shower
9.1. The shower in this bathroom appeared to be in serviceable condition at
the time of the inspection. Inspection of the shower typically includes:
•  Functional flow;
•  Functional drainage
•  Proper operation of shut-off and diverter valves, and faucet;  and
•  Moisture intrusion of walls and pan.

10. Electrical
10.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of electrical receptacles in this bathroom.

10.2. Electrical receptacles in this bathroom had ground fault circuit
interrupter (GFCI) protection which responded to testing in a satisfactory
manner at the time of the inspection. The inspector tested a representative
number of accessible receptacles only.

11. Bathroom Ventilation
11.1. This bathroom had an operable source of ventilation at the time of the
inspection.

12. Mirrors
12.1. The mirror in this bathroom was missing.
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Upstairs hall bathroom missing mirror
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 KITCHEN 
We may test appliances for basic functionality, but cannot evaluate them for their performance
nor for the variety of their settings or cycles. Appliances older than ten years may exhibit
decreased efficiency. Even if comments are made, these items are not to be considered
inspected: refrigerators, freezers, ice makers, trash-compactors, built-in toasters, coffee-
makers, can-openers, blenders, instant hot-water dispensers, water-purifiers, barbecues, grills,
or rotisseries, timers, clocks, thermostats, the self-cleaning and cooking capability of ovens, and
concealed or countertop lighting, which is convenient but often installed after the initial
construction and not wired to national electrical standards. Per the InterNACHI Standards of
Practice free standing appliances are not inspected or tested, any information provided on
these appliances is as a courtesy to client only. These items should be considered outside the
scope of the inspection. Appliances are not moved during the inspection. Portable dishwashers
are not inspected, as they require connection to facilitate testing.

1. General Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the kitchen.

2. Cabinets
2.1. At the time of the inspection, the Inspector observed few deficiencies in
the condition of the kitchen cabinets. Notable exceptions will be listed in this
report.

2.2. The kitchen cabinets had minor damage visible at the time of the
inspection.
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Poor joint at crown moulding in kitchen

3. Ceilings
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the kitchen ceiling.

4. Countertops
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the kitchen countertops.

5. Dishwasher
5.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of the dishwasher. It was operated through a
cycle.

6. Garbage Disposal
6.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of the garbage disposal.

Definition
The space between the adjacent surfaces of two members or components joined and held together by nails, glue, cement, mortar, or other means.

Definition
The sloped top of a masonry chimney designed to shed water away from the flue; also called a splay or a wash.
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7. GFCI Receptacles
7.1. Electrical receptacles in the kitchen had ground fault circuit interrupter
(GFCI) protection which responded to testing in a satisfactory manner at the
time of the inspection. The inspector tested a representative number of
accessible receptacles only.

8. Receptacles
8.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of electrical receptacles in the kitchen.

9. Kitchen Lighting
9.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of the kitchen lights.

10. Refrigerator
10.1. At the time of the inspection, the Inspector observed that there was no
refrigerator installed.

11. Microwave
11.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of the built-in microwave oven. Built-in
microwave ovens are tested using normal operating controls. Unit was tested
and appeared to be serviceable at time of inspection. Leak and/or efficiency
testing is beyond the scope of this inspection. If concerned, you should seek
further evaluation by qualified technician prior to closing.

12. Range
12.1. The range was electric. Inspection of electric ranges is limited to basic
functions, such as testing of the range-top burners, and bake/broil features of
the oven.
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13. Range Condition
13.1. The Inspector observed few deficiencies during inspection of the range.
Notable exceptions will be listed in this report.

13.2. At the time of the inspection, the Inspector observed the kitchen range
was not installed completely, recommend completing the installation.

14. Range Hood
14.1. The exhaust vent of the range hood discharged exhaust to the home
exterior.

14.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of the range hood exhaust fan and lights.

Definition
A device installed over a range or cooktop that directs and captures grease-laden vapors and gases into an exhaust system, which then are vented to the exterior.

Definition
A fan that extracts air or excess heat from the interior of a home. 
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15. Sink
15.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of the kitchen sink.

15.2. The kitchen sink had functional flow and functional drainage at the time
of the inspection.

15.3. The kitchen sink faucet appeared to be in serviceable condition at the
time of the inspection.

16. Undersink Conditions
16.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of undersink plumbing in the kitchen.



  West Florida Inspections 11427 Daybreak Glen, Parrish, FL

Page 107 of 128

 LAUNDRY ROOM 

1. General Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the laundry room.

2. Dryer Venting
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the dryer vent.

3. 240-volt Receptacles
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the 220-volt dryer electrical receptacle.
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4. 120-volt Receptacles
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of electrical receptacles in the laundry room but they had no
ground fault circuit interrupter (GFCI) protection.
For safety reasons, consider having GFCI protection installed for receptacles
within 6 feet of a plumbing fixture.
This can be achieved by:
1. Replacing the current standard receptacle with GFCI outlets
2. Replacing the receptacle nearest the overcurrent protection device
(breaker or fuse) with a GFCI receptacle.
3. Replacing the breakers currently protecting the laundry room electrical
circuits with GFCI breakers.

5. Washing Machine Plumbing
5.1. This photo shows the washing machine plumbing.
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 INTERIOR 
Our inspection of living space includes the visually accessible areas of walls, floors, cabinets and
closets, and the testing of a representative number of windows and doors, switches and outlets.
The inspector is not required to inspect or operate screens, storm windows, shutters, or
awnings. We do not evaluate window treatments, move furnishings or possessions, lift carpets
or rugs, empty closets or cabinets, nor comment on cosmetic deficiencies. We may not
comment on cracks that appear around windows and doors, along lines of framing members or
along seams of drywall and plasterboard. These are typically caused by minor movement, such
as wood shrinkage, common settling, and seismic activity, and will often reappear if they are not
correctly repaired. Such cracks can become the subject of disputes, and are therefore best
evaluated by a specialist. Floor covering damage or stains may be hidden by furniture, and the
condition of floors underlying floor coverings is not inspected. Determining the condition of
insulated glass windows is not always possible due to temperature, weather and lighting
conditions. Check with owners for further information. We recommend you carefully determine
and schedule whatever remedial services may be deemed advisable or necessary before the
close of escrow.

1. General Condition
1.1. Inspection of the interior typically includes examination of the following
components...

ROOMS
- Wall, floor and ceiling surfaces
- Doors, interior, exterior and sliding glass including hardware (condition and
proper operation)
- Windows (type, condition and proper operation)
- Ceiling fans (condition and proper operation)

ELECTRICAL
- Switches and outlets (condition and proper operation)
- Lighting fixtures (condition and proper operation)

INTERIOR TRIM
- Door casing
- Window casing, sashes and sills (condition and proper operation)
- Baseboard
- Molding (crown, wainscot, chair rail, etc.)

1.2. At the time of the inspection, the Inspector observed few deficiencies in
the condition of the home interior. Notable exceptions will be listed in this
report.

2. Walls
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of walls in the home interior.

3. Ceiling
3.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of ceilings in the home.

4. Lighting
4.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition and operation of permanently installed interior lighting.

Definition
Molding of various widths and thicknesses used to trim door and window openings at the jambs.

Definition
The lowest member of the frame of a structure that rests on the foundation and supports the floor joists or uprights of the wall; the member forming the lower side of an opening, as in a door sill, window sill, etc.

Definition
A molding that runs horizontally along the wall at about 3 feet from the ground. In storefront, window wall or curtain wall systems, a chair rail is an aluminum extrusion applied horizontally to the inside of the system 3 feet from the floor to create a barrier in floor-to-ceiling glazing applications.

Definition
Fixed in place by screws, bolts, nails, etc., as distinct from components, systems and appliances considered portable or freestanding.
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5. Interior Trim
5.1. Inspection of interior trim typically includes examination of the following:
- Door and window casing
- Baseboard
- Any trim around walls and ceilings
- Any permanently-installed corner or cabinet trim
- Built-in features such as book cases

5.2. At the time of the inspection, the Inspector observed few deficiencies in
the condition of interior trim components. Notable exceptions will be listed in
this report.
Inspection of interior trim typically includes examination of the following:
- Door and window casing
- Baseboard
- Any trim around walls and ceilings
- Any permanently-installed corner or cabinet trim
- Built-in features such as book cases

5.3. At the time of the inspection, the Inspector observed that some of the
trim did not fit tightly to the flooring. This condition is cosmetic. Recommend
caulking and painting gaps below door casing.

Definition
Material used to seal exterior cracks and openings, such as at windows or foundations.
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Poor joint in baseboard in great room
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6. Smoke/CO Detectors
6.1. Smoke detector placement appeared to be adequate. Smoke detectors
are  tested using the test button on the detector  as part of a general home
inspection. The Inspector recommends that all detectors be checked to
confirm that they don't need battery replacement.
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 FLOORS 

1. General Condition
1.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of floors in the home.
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 DOORS 

1. Door Exteriors
1.1. At the time of the inspection, the Inspector observed few deficiencies in
the condition of door exteriors. Notable exceptions will be listed in this report.
Inspection of door exteriors typically includes examination of the following:
•  Door exterior surface condition
•  Weather-stripping condition
•  Presence of an effective sweep (sweeps are gaskets which seal the area
between the bottom of a door and the threshold).
•  Jamb condition
•  Threshold condition
•  Moisture-intrusion integrity

2. Exterior Door Condition
2.1. At the time of the inspection, the Inspector observed few deficiencies in
the condition of exterior doors. Notable exceptions will be listed in this report.

2.2. The sweep at an exterior door in the entry was missing at the time of the
inspection. A sweep is a rubber strip that attaches to the bottom of a door to
seal the gap between the bottom of the door and the threshold. It should be
replaced to help prevent moisture and pest intrusion and air/heat leakage
that will increase heating/cooling costs and reduce home comfort.  All work
should be performed by a qualified contractor.

Gap below front door

3. Interior Door Condition
3.1. At the time of the inspection, the Inspector observed few deficiencies in
the condition of the interior doors. Notable exceptions will be listed in this
report.

3.2. The interior entry door was missing its door viewer. Recommend
installing a door viewer by a qualified contractor.

Definition
Pre-formed shapes, such as strips, grommets, etc., of rubber or rubber-like composition used to fill and seal a joint or opening either alone or in conjunction with a supplemental application of a sealant.

Definition
A strip of wood or metal with beveled edges used over the finish floor and the sill of exterior doors.

Definition
The side and head lining of a doorway, window or other opening.
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Front door missing door viewer

4. Interior Door Hardware

Masking tape on door handle

5. Closet Doors
5.1. At the time of the inspection, the Inspector observed that many of the bi
fold door rubbed on the carpet. Recommend adjusting bi fold door by a
qualified contractor.
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Bi fold doors rub carpet Bi fold doors rub carpet

Bi fold doors rub carpet

6. Sliding Glass Doors
6.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of the sliding glass doors.
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 WINDOWS 

1. Window Type
1.1. The home had double-pane vinylwindows.

1.2. Most windows in the home were single-hung.

2. Window Condition
2.1. At the time of the inspection, the Inspector observed few deficiencies in
the interior condition and operation of windows of the home. Notable
exceptions will be listed in this report.

2.2. A window sash in the entry exhibited moderate damage. Before the
expiration of your Inspection Objection Deadline you may wish to consult with
a qualified contractor to discuss options and costs for repair.

Definition
Single-hung windows have a fixed and an operable sash.  The operable sash is usually located on the bottom, and the fixed is located at the top of the window. 

Definition
The operating or movable part of a window; the sash is made of window panes and their borders.
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Broken window in foyer Broken window in foyer

3. Window Sill/Jamb Condition
3.1. At the time of the inspection, the Inspector observed there was no
window sill in the master bath window. Recommend installing window sill by
a qualified contractor.

Missing window sill in master shower Missing window sill in master shower

4. Window Exterior Condition
4.1. The Inspector observed no deficiencies in the condition of window
exteriors at the time of the inspection.
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 INTERIOR STAIRS 

1. General Stairway Condition
1.1. Inspection of staircases typically includes visual examination of the
following:
- Treads and risers
- Landings
- Angle of stairway
- Handrails
- Guardrails
- Lighting
- Headroom
- Windows
- Walls and ceilings

1.2. At the time of the inspection, the Inspector observed no deficiencies in
the condition of this staircase.
Inspection of staircases typically includes visual examination of the following:
- Treads and risers
- Landings
- Angle of stairway
- Handrails
- Guardrails
- Lighting
- Headroom
- Windows
- Walls and ceilings

2. Stairway Illumination
2.1. At the time of the inspection, the Inspector observed no deficiencies in
the condition of illumination for this staircase.

Definition
A step; the horizontal board in a stairway on which the foot is placed.

Definition
Each of the vertical boards closing the spaces between the treads of stairways.

Definition
A platform between flights of stairs or at the termination of a flight of stairs.
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 PEST CONTROL 

1. General Condition
1.1. The home was outfitted with a whole house in-wall pest control system.
The operation of system is beyond the scope of a typical home inspection.
Recommend having a pest control company advise as to the operation and
expense of system.
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Glossary
Glossary

Term Definition
A/C Abbreviation for air conditioner and air conditioning
AFCI Arc-fault circuit interrupter: A device intended to provide

protection from the effects of arc faults by recognizing
characteristics unique to arcing and by functioning to de-energize
the circuit when an arc fault is detected.

Air intake An opening in a building's envelope whose purpose is to allow
outside air to be drawn in to replace inside air.

Amperage The rate of flow of electricity through wire measured in terms of
amperes.

Approach The area between the sidewalk and the street that leads to a
driveway, or the transitional path from the street leading to the
driveway.

Asphalt A dark brown to black, highly viscous hydrocarbon produced
from the residue left after the distillation of petroleum. Asphalt is
used on roofs and highways as a waterproofing agent.

Asphalt shingles The traditional organic mat-based shingles are made from a
recycled layer of felt paper, asphalt-saturated for waterproofing,
and coated with adhesive asphalt into which the ceramic
granules are embedded. With 40 percent more asphalt than their
fiberglass counterparts,
the traditional organic mat-based shingles are heavier, thicker
and more costly. While organic shingles are considered more
rugged and more flexible, they are also more absorbent and can
warp over time. The additional asphalt content also makes them
less environmentally friendly.

Attic access An opening that is placed in the drywalled ceiling of a home
providing access to the attic.

Backflow Movement of water (or other liquid) in any direction other than
that intended.

Backflow preventer A device or means to prevent backflow of contaminated water
into the potable water supply.

Baseboard Wood or vinyl installed around the perimeter of a room to cover
the space where the wall and floor meet; a board placed against
the wall around a room next to the floor to properly finish the area
between the floor and the plaster.

Bonding The permanent joining of metallic parts to form an electrically
conductive path that ensures electrical continuity, and the
capacity to safely conduct any fault current likely to be imposed.

Branch circuit Wiring that runs from a service panel or sub-panel to outlets; the
circuit conductors between the final over-current device
protecting the circuit and the receptacle(s)/outlet(s). Branch
circuits are protected by fuses or breakers at the panel.

Bushing A pipe fitting for joining pipes having different diameters. A
bushing is threaded on the inside and outside.

CMU Concrete Masonry Unit
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Casing Molding of various widths and thicknesses used to trim door and
window openings at the jambs.

Caulking Material used to seal exterior cracks and openings, such as at
windows or foundations.

Chair rail A molding that runs horizontally along the wall at about 3 feet
from the ground. In storefront, window wall or curtain wall
systems, a chair rail is an aluminum extrusion applied
horizontally to the inside of the system 3 feet from the floor to
create a barrier in floor-to-ceiling glazing applications.

Chase A framed, enclosed space around a flue pipe or a channel in a
wall or through a ceiling for something to lie in or pass through.

Circuit A network of wiring that typically starts at a panel box, feeds
electricity to receptacles/outlets, and ultimately returns to the
panel box.

Circuit breaker A protective device that automatically opens an electrical circuit
when it is overloaded.

Condensate drain The condensate drain, which plays an important role in removing
condensation produced by your air conditioner's evaporator coil.

Condensation Water accumulation or sweat on walls, ceiling and pipes, which is
normal in areas of high humidity, and usually controlled by
ventilation or a dehumidifier.

Condensing unit The component of a cooling system located outdoors, which
includes a compressor and condensing coil designed to give off
heat.

Contamination An impairment of the quality or tainting of the potable water
supply.

Crown The sloped top of a masonry chimney designed to shed water
away from the flue; also called a splay or a wash.

Diverter valve A device that changes the direction of water flow from one faucet
to another.

Drip A member of a cornice or other horizontal exterior finish course
that has a projection beyond the other parts for the purpose of
throwing off water. Also, a groove in the underside of a sill or drip
cap to cause water to drop off on the outer edge instead of
drawing back and running down the face of a building.

Duct A cylindrical or rectangular tube, usually constructed of sheet
metal, used as an exhaust/intake channel to distribute warm air
from a furnace or cooled air from an air conditioner, or as cold-air
returns. The installation is referred to as ductwork.

Escutcheon A trim piece or decorative flange that fits beneath a faucet handle
to conceal the faucet stem and the hole in the fixture or wall.

Evaporator coil An evaporator coil is located indoors and is either installed with
your furnace or as part of your air handler. Inside the coil, the
refrigerant evaporates as it absorbs heat from the indoor air that
passes over it.

Exhaust fan A fan that extracts air or excess heat from the interior of a home.
Fiberglass mat An asphalt roofing base material manufactured from glass fibers.
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Fiberglass shingles Are made of a woven fiberglass base mat, covered with a
waterproof asphalt coating, and topped with ceramic granules
that shield the product from harmful UV rays. Because of the
composition of the fiberglass mat, less asphalt is needed to give
the shingles their durability and strength. The result is a lighter
weight and thinner roofing material. Fiberglass shingles also
have a higher fire rating than organic varieties and generally
carry a longer warranty.
Fiberglass shingles were developed in the 1980s, but have
quickly become the roofing material of choice for most
homeowners and contractors today.

Finish In hardware, metal fastenings on cabinets that are usually
exposed, such as hinges and locks.

Fixture In plumbing, a device that provides a supply of water and/or its
disposal, such as a sink, tub and toilet.

Flashing A material (typically, metal) that is shaped or molded for the
location and used at an angle in a roof or wall to prevent
rainwater/moisture leakage into the structure.

Foundation The supporting portion of a structure below the first floor
construction, below grade or partially below grade, including the
footings, upon which the structure or wall rests, and usually
made of masonry, concrete and/or stone, but can be made of
alternative building materials.

Framing The structural wood and/or metal elements of most homes. The
floor and ceiling framing is called the joist work. Wall framing is
usually made of 2x4 or 2x6 studs. See rafters, posts and beams.

Functional drainage The emptying of a plumbing fixture in a reasonable amount of
time without overflow when another fixture is drained
simultaneously.

Functional flow A reasonable flow of water supply at the highest and farthest
fixture from the main when another fixture is operated
simultaneously.

GFCI A special device that is intended for the protection of personnel
by de-energizing a circuit, capable of opening the circuit when
even a small amount of current is flowing through the grounding
system.

Gaskets Pre-formed shapes, such as strips, grommets, etc., of rubber or
rubber-like composition used to fill and seal a joint or opening
either alone or in conjunction with a supplemental application of a
sealant.

Grade (1) An accepted level or standard, or a position in a scale of size,
quality, etc., such as a grade of lumber. (2) The degree of
inclination of a slope, road, or other surface. (3) The level at
which the ground surface meets the foundation of a building.

Granules Mineral particles of a graded size that are embedded in the
asphalt coating of shingles and roofing.

Grounded Connected to earth or to some conducting body that serves in
place of the earth.

Grounding electrode A device that establishes an electrical connection to earth.
HVAC Acronym for heating, ventilation and air conditioning; refers to the

system, work, and type of contractor.
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Hatch An opening in a deck, floor or roof whose purpose is to provide
access from inside the home or building.

Hip roof A roof that rises by inclined planes from all four sides of the
building.

Hood A device installed over a range or cooktop that directs and
captures grease-laden vapors and gases into an exhaust system,
which then are vented to the exterior.

Insulation Generally, any material that slows down or retards the flow or
transfer of heat. Building insulation types are classified according
to form as loose-fill, flexible, rigid, reflective, and foamed-in-
place. All types are rated according to their ability to resist heat
flow, known as R-value. In electrical contracting, rubber,
thermoplastic, or asbestos wire covering. The thickness of
insulation varies with wire size and type of material, application
or other code limitations.

Jamb The side and head lining of a doorway, window or other opening.
Joint The space between the adjacent surfaces of two members or

components joined and held together by nails, glue, cement,
mortar, or other means.

Laminated shingles Shingles that have added dimensionality because of extra layers
or tabs, giving them a shake-like appearance. Also called
architectural shingles and three-dimensional shingles.

Landing A platform between flights of stairs or at the termination of a flight
of stairs.

Life expectancy Average service life or functional period in years, assuming
regular maintenance.

Masonry Stone, brick, concrete, hollow-tile, concrete block, gypsum block,
and other similar building units and materials, or a combination of
the same, bonded together with mortar to form a wall, pier,
buttress or similar mass.

PEX PEX (or crosslinked polyethylene) is part of a water supply piping
system that has several advantages over metal pipe (copper,
iron, lead) or rigid plastic pipe (PVC, CPVC, ABS) systems.

Permanently installed Fixed in place by screws, bolts, nails, etc., as distinct from
components, systems and appliances considered portable or
freestanding.

Pitch (1) The incline slope of a roof, or the ratio of the total rise to the
total width of a house. For example, an 8-foot rise and 24-foot
width is a 1/3-pitch roof. Roof slope is expressed in the inches of
rise per foot of run. (2) Coal tar pitch.

Plumb Exactly perpendicular; vertical.
Potable Describes water that is safe to drink.
Power The energy rate, usually measured in watts. Power equals

voltage times amps, or W = E x 1. The heavier the flow of amps
at a given supply, the higher the rate at which energy is being
supplied and used.
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Radiant barrier Intended to reduce the summer heat gain and the winter heat
loss. In new homes, you may see foil-faced wood components at
the roof sheathing system installed with the foil facing down into
the attic. There may be other areas where the radiant barrier is
integrated into the building components and structure of the
home. For older homes, a radiant barrier will typically be found
stapled across the bottom of some joists. All proper radiant
barriers should have a low emittance of 0.1 or less, and a high
reflectance of 0.9 or more. The radiant barrier should not be laid
on top of the attic floor insulation, or on the attic floor anywhere,
because it will soon be covered with dust and will not work.

Receptacle An electrical outlet. A typical household has several 120-volt
receptacles for plugging in lamps and appliances, and 240-volt
receptacles for the range, clothes dryer, air conditioners, etc.

Refrigerant A substance that remains a gas at low temperatures and
pressure and can be used to transfer heat. Freon used in air-
conditioning systems is a refrigerant.

Register A fixture through which conditioned air flows. In a gravity heating
system, it is located near the baseboard. In an air-conditioning
system, it is located close to the thermostat.

Return In heating and cooling systems, a vent that returns cold air to be
warmed. In a hot-air furnace system, the return is located near
an inside wall.

Ridge vent A ridge vent is an important part of a home's roofing system.
Installed at the peak of a sloped roof, the ridge vent allows damp,
warm air to escape from the attic. A properly installed ridge vent
increases energy efficiency and prolongs the life of your roof.

Rise In stairs, the vertical height of a step or flight of stairs.
Riser Each of the vertical boards closing the spaces between the

treads of stairways.
Roof sheathing The boards or sheet material fastened to the roof rafters on

which the shingles or other roof covering is laid.
SEER A measure of the energy efficiency of equipment over the cooling

season, representing the total cooling of a central air conditioner
or heat pump (in BTUs) during the normal cooling season, as
compared to the total electrical energy input (in watt-hours)
consumed during the same period. SEER is based on tests
performed in accordance with AHRI 210/240 (AHRI 2003).

Service conductor In electrical contracting, the supply conductors that extend from
the street main or transformer to the service equipment.

Sheathing The structural covering, usually wood boards, plywood, gypsum
or wood fiber, used over studs or rafters of framed buildings as
the first layer of the outer wall covering nailed to the studs or
rafters.

Shingles A roof covering made of asphalt, wood, tile, slate, or other
material cut to stock lengths, widths and thicknesses, and laid
and attached in a series of overlapping rows as a roof covering
on pitched roofs.

Shutter A lightweight louvered, flush-wood or non-wood frame in the form
of doors located at each side of a window. Some are made to
close over the window for added protection; others are
permanently affixed to the wall as decoration.
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Sill The lowest member of the frame of a structure that rests on the
foundation and supports the floor joists or uprights of the wall; the
member forming the lower side of an opening, as in a door sill,
window sill, etc.

Single-hung Single-hung windows have a fixed and an operable sash.  The
operable sash is usually located on the bottom, and the fixed is
located at the top of the window.

Skylight A structure on a roof that is designed to admit light and is slightly
above the plane of the roof surface to allow it to shed rainwater.

Slab on grade A type of construction in which footings are needed but little or no
foundation wall is poured.

Slope The incline or pitch of a roof surface, drainage plane, etc.
Smoke detector A device that senses smoke or particles of combustion.
Soffit vents These vents allow outside air to enter the attic at the lowest point

of the roof—along the underside of the eave to increase airflow
Story That part of a building between any floor and the floor or roof

immediately above.
Stucco A type of exterior finish plaster made with Portland cement as its

base.
Sub panel An electrical sub-panel, also known as a service subpanel or

circuit breaker subpanel, acts as a waypoint between the main
service panel and branch circuits further down the line.

Substrate A part or substance that lies beneath and supports another.
System An assembly of various components which function as a whole.
Thermal insulation Any material high in resistance to heat transmission that, when

placed inside walls, ceilings and floors of a structure, reduce the
rate of heat flow.

Threshold A strip of wood or metal with beveled edges used over the finish
floor and the sill of exterior doors.

Tread A step; the horizontal board in a stairway on which the foot is
placed.

Trim (1) Interior trim: The finish materials inside a building, such as
moldings applied around openings (window trim, door trim), and
at the floors and ceilings of rooms (baseboard, cornice, and other
moldings). Also, the physical work of installing interior doors and
interior woodwork, to include all handrails, guardrails, stairway
balustrades, mantles, light boxes, baseboards, door casings,
cabinets, countertops, shelves, windowsills, aprons, etc. (2)
Plumbing/Heating/Electrical trim: The work that the mechanical
contractors perform to finish their work when the home is nearing
completion and occupancy. (3) Exterior trim: The finish materials
on the exterior of a building, such as moldings applied around
openings (window trim, exterior door trim), siding, attic vents,
crawlspace vents, shutters, etc. Also, the physical work of
installing these materials.

Truss A frame or jointed structure designed to act as a beam of long
span, while each member is usually subjected to length-wise
stress only (either tension or compression).

Valley The internal angle formed by the junction of two sloping sides of
a roof.
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Valve A device to stop, start or regulate the flow of liquid or gas through
or from piping.

Veneer A thin surface layer of wood or decorative brick facing that is
overlaid and adhered as a façade to a base of inferior materials.

Vent A pipe or duct that permits the flow of air as an inlet or outlet; to
create a vent or system of venting.

Ventilation The natural or mechanical process of exchanging air in an
interior space, and includes both the exchange of air to the
outside, as well as the circulation of air within a building. It is one
of the most important factors for controlling excessive moisture
indoors and for maintaining acceptable indoor air quality.

Walkway An exterior area designated for foot traffic.
Window sash The operating or movable part of a window; the sash is made of

window panes and their borders.
Zone The section of a building that is served by one heating or cooling

loop because it has noticeably distinct heating or cooling needs.
Also, the section of property that is watered by a lawn sprinkler
system.

Zone valve A device placed near the heater or cooler that controls the flow of
water or steam to parts of a building and controlled by a zone
thermostat.
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